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1. Facility Name 2. Docket Number 3. Page
Columbia Generating Station 05000 397 1 OF 3
4. Title
Automatic Reactor Scram Due to Main Transformer Trip
5. Event Date 6. LER Number 7. Report Date 8. Other Facilities Involved
Month | Day | Year Year Sequentil Rev | Month | Day | vear |PCMYMNeMe v e
05| 18 [ 2018 [ 2018 - 001 - 01 | 01 | 29 | 2019 [Pty s

9. Operating Mode 11. This Report is Submitted Pursuant to the Requirements of 10 CFR §: (Check all that apply)

[] 20.2201(b)

[ ] 20.2203(a)(3)())

[[] 50.73(a)@)(ii)A)

[] 50.73(a)@)(viii)A)

[] 20.2201(q)

[[] 20.2203(a)(3)(i)

[[] 50.73(a))(ii)B)

[] 50.73(a)@)(viii)(B)

[] 20.2203(a)(1)

[ ] 20.2203(a)(4)

[[] s50.73(a)(2)iil)

[[] 50.73(a)2)(ix)(A)

[[] 20.2203(a)(2)())

[] 50-36(c)(1)iXA)

50.73(a)2)(iv)(A)

[] 50.73(a)@)x)

10. Power Level

[ ] 20.2203(a)2)(i)

[] 50-36(c)(1)(ii)(A)

[] 50.73(@)@)(v)(A)

[] 7371(2)4)

100

[ ] 20.2203(a)(2)(iii)

[] 50.36(c)2)

[[] 50.73(a)2)(v)(B)

[] 73.71(a)5)

[] 20.2203(a)(2)(iv)

[[] 50.46(a)a)(ii)

[[] 50.73(@)(2)}v)(C)

[] 73.77(a)(1)

[[] 20.2203(a)(2)(v)

[] 50.73(2)2))(A)

[[] 50.73()(2)}v)(D)

[] 73.77(2)(2))

[[] 20.2203(a)(2)(vi)

[[] 50.73(a)(2)i)(B)

[[] 50.73a)(2)vil)

[] 73.77a))i)

|:| 50.73(a)(2)(i)(C) |:| Other (Specify in Abstract below or in NRC Form 366A)

12. Licensee Contact for this LER

Telephone Number (Include Area Code)

(509) 377-8395

Licensee Contact
Tracey Parmelee, Principal Engineer, Compliance

13. Complete One Line for each Component Failure Described in this Report

Cause Sy Comp Manufacturer Reportable to ICES Cause System Comp t Manufact Reportable to ICES
B ED RLY ABB Y
14. Supplemental Report Expected Month Day Year

15. Expected Submission Date

|:| Yes (If yes, complste 15. Expected Submission Date)

[v] No

Abstract (Limit to 1400 spaces, i.e., approximately 14 single-spaced typewritten lines)
On May 18, 2018, at 0651 PDT, Columbia Generating Station experienced a Main Transformer lockout relay frip. Coincident

with the unplanned trip, an external line to ground fault occurred. A Reactor scram was automatically initiated by the plant in
response to the transient.

All rods fully inserted as expected; no Emergency Core Cooling Systems actuated or injected. Plant Operators effectively
maintained Reactor power, pressure and level. This event did not pose a threat to the health and safety of the public.

This event was reported via Event Notification #53410 under 10 CFR 50.72(b)(2)(iv)(B) as an event that resulted in actuation
of the Reactor Protection System when the Reactor was critical.

The root cause of the Main Transformer lockout and Reactor scram was that the vendor-supplied Buchholz relay did not meet
the standard performance requirements to be insensitive to external faults.
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